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ROOF DRAINAGE SYSTEM SIZING

Purpose: To specity the rainfall rate for sizing roof drainage systems in the City of Irvine
References:  California Plumbing Code Section 1101.11
California Building Code Section 1503.4

The rainfall rate of 4 inches per hour shall be used for sizing roof drainage systems for buildings
in the City of Irvine.




